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The Zoning Code text contained in the Interpretive Version is current as of 

Ordinance #2022-4710 adopted on August 4, 2022. 

 

 

The City Planner comments were last updated on August 19, 2022. 
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The purpose of this section is to provide minimum standards for 

effective, economical, and attractive outdoor lighting.  

 

It is the intent of this section to:   

 

A. Discourage excessive lighting. 

 

B. Minimize glare and light trespass. 

 

C. Protect neighbors from the consequences of stray light. 

 

D. Create a safe environment in hours of darkness. 

 

E. Regulate the type of light fixtures, lamps, and standards. 

 

A. This section shall apply to the installation of new outdoor lighting 

fixtures or the replacement of existing outdoor fixtures.  

Replacement of a fixture shall mean a change of fixture type or 

change to the mounting height or location of the fixture.  Routine 

lighting maintenance, such as changing lamps or light bulbs, 

ballast, starter, photo control, housing, lenses, and other similar 

components, shall not constitute replacement and shall be 

permitted, provided such changes do not result in a higher 

lumen output. 

 

B. Exceptions.  This section shall not apply to: 

 

1. Street lighting, which is regulated by the Subdivision Code. 

 

2. Light fixtures and standards required by the Federal 

Communications Commission or Federal Aviation 

Administration. 

 

3. Temporary lighting fixtures for the purpose of performing 

nighttime road construction work on major thoroughfares. 

 

4. Holiday lighting fixtures and displays. 

 

5. Motion activated lights on lots developed with single-family 

dwellings provided that: 

 

a. Fixtures emit initial lighting levels of six thousand 

(6,000) lumens or less;  

 

b. Are extinguished within five (5) minutes upon cessation 

of motion; and 

 

SECTION 25-18.1 PURPOSE 

SECTION 25-18.3 SCOPE 

SECTION 25-18.2 INTENT 

Routine maintenance of existing lighting 

fixtures does not constitute replacement 

unless a higher lumen output results. 

A fixture is defined in Appendix A as:  “The 

assembly that holds a lamp and may 

include an assembly housing, a mounting 

bracket, or pole socket, a lamp holder, a 

ballast, a reflector or mirror, and a 

refractor or lens.” 
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c. Are aimed such that the lamp or light bulb portion of the 

fixture is not visible at five (5) feet above the property 

boundary. 

 

6. Outdoor lighting fixtures with initial light outputs of two 

thousand (2,000) lumens or less on lots developed with 

single-family dwellings.  

 

The applicant for any site plan which proposes new or replacement 

outdoor lighting shall submit a lighting plan that complies with this 

Section for review and approval by the City Planner.  The following 

information shall be included in the plan:   

 

A. A diagram indicating the location of all standards and fixtures 

and the proposed type of illuminating devices, fixtures, lamps, 

supports, reflectors, and other devices as well as a photometric 

plan denoting foot candle levels; 

 

B. A description of the illuminating devices, fixtures, lamps, color of 

lights, supports, reflectors, and other devices. 

 

C. A cut sheet delineating all light standards and fixtures. 

 

A. All outdoor light fixtures and lamp types installed and hereafter 

maintained shall use only shielded and/or enclosed light fixtures 

as specified in Table 18.1, Shielding and Enclosure 

Requirements. 

 

B. Building mounted lighting, including both utilitarian and 

decorative applications, shall be limited to fully shielded, cut-off 

TABLE 18.1. Shielding and Enclosure Requirements 

FIXTURE LAMP TYPE SHIELDING ENCLOSURE 

Mercury vapor Fully shielded None 

Low pressure sodium Fully shielded None 

High pressure sodium Fully shielded None 

Metal halide Fully shielded Yes 

Fluorescent Fully shielded Yes 

Quartz Fully shielded None 

Incandescent greater than 160 watt Fully shielded None 

Incandescent 150 watt or less Partial shielding None 

Glass tube filled with argon, krypton None None 

SECTION 25-18.5 LIGHT FIXTURES AND USAGE 

SECTION 25-18.4 LIGHTING PLAN 

Definitions from Appendix A: 

 

Shielded: “A light fixture whose output is 

controlled in such a manner that a direct 

view of the light emitting surface from an 

adjacent property is either minimized or 

prevented. This control could be as a result 

of the fixture housing, external or internal 

control devices (louvers, shields, barn 

doors, etc.), placement of the luminaire on 

the subject property, or any combination of 

these elements. Shielding may either be 

full or partial.” 

 

Fully shielded: “Outdoor light fixtures 

shielded or constructed so that no light rays 

are emitted by the installed fixture at an-

gles above the horizontal plane passing 

through the lowest point of the fixture from 

which the light is emitted as certified by a 

photometric test report.” 

 

Partially shielded: “Outdoor light fixtures 

shielded or constructed so that the lower 

edge of the shield is at or below the center-

line of the light source or lamp so as to 

minimize light emissions above the horizon-

tal plane.” 
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optics, flat lens luminaires. 

 

C. Exterior building lighting shall be architecturally integrated with 

the building style, material, and color. The color of exterior lamps 

shall be consistent with that on surrounding buildings. 

 

D. Exterior building lighting that utilizes exposed neon tubing or 

similar outline lighting device is prohibited. 

 

E.  The fixture lamp types within Table 18.1, Shielding and 

Enclosure Requirements, are further limited as follows: 

 

1. Clear mercury lamps are not permitted for general 

illumination. Only mercury vapor lamps that are 

environmentally safe, as defined (by the manufacturer) by 

their ability to be recycled and self-extinguish, are permitted. 

 

2. Except where color rendition is critical, this lamp type is a 

permitted light source to minimize undesirable emission into 

the night sky due to its monochromatic spectral distribution. 

 

3. Metal halide lamps shall be installed only in enclosed 

luminaires. 

 

4. Warm white and natural lamps are required in order to 

minimize detrimental effects. 

 

5. For the purposes of this subsection, quartz lamps are not 

considered an incandescent light source. 

 

To achieve uniformity of light distribution and reduce light pollution, 

glare, and spill-over, all outdoor lighting for non-security purposes 

shall meet the foot candle standards set forth in Table 18.2, 

Footcandle Standards. 

 

SECTION 25-18.6 ILLUMINANCE AND UNIFORMITY 

Table 18.2. Footcandle Standards 

LOCATION 
AVERAGE MAINTAINED 

FOOTCANDLES 

UNIFORMITY 

RATIO (avg: min) 

Roadways, local residential    0.4 6:1 

Roadways, local, commer-

cial    
0.9 6:1 

Walkways and bikeways    0.5 5:1 

Building entrances and exits    5.0 n/a 

Outdoor storage areas      8.0 n/a 

A luminaire is defined in Appendix A as:  

“The complete lighting system, including 

the lamp and fixture.” 

Illuminance is defined in Appendix A as:  

“The level of light measured at a surface.”   

 

A footcandle is defined as “a unit of illumi-

nation produced on a surface, all points of 

which are one foot from a uniform point 

source of one candle.”  
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A. Exterior lighting shall be provided in all parking areas in 

accordance with this subsection. 

 

B. Parking area lighting shall provide the minimum lighting 

necessary to ensure adequate vision and comfort in parking 

areas, and to not cause glare or direct illumination onto adjacent 

properties or streets or public/private rights-of-way.   

 

C. Parking area lighting shall be designed and installed so as to 

achieve the illumination levels set forth in Table 18.3, 

Illumination Standards in Footcandles for Parking Areas. Lighting 

shall be maintained so as to achieve not less than eighty (80%) 

percent of the minimum and average illumination levels.   

 

D. For the purpose of Table 18.3, "commercial" refers to parking 

areas for any land use, regardless of zoning designation, in 

which goods or services are offered to the general public on the 

premises. 

 

E. The City Planner may permit lighting arrangements exceeding 

the maximum initial level set forth in Table 18.3 to allow lighting 

designs which substantially exceed the required minimum and 

average illumination levels. 

 

F. Parking lot lighting shall be fully shielded flat-lens enclosed 

luminaires. 

 

G. Mounting heights of lighting fixtures shall not exceed thirty (30) 

feet. 

 

A. Areas under canopies and around pump islands shall be 

illuminated so that the minimum horizontal illuminance at grade 

level is no more than five and one-half (5.5) footcandles. The 

ratio of average to minimum illuminance shall be no greater 

than four to one (4:1). This yields an average illumination level 

of no more than twenty-two (22) footcandles. 

 

Table 18.3. Illumination Standards in Footcandles for Parking Areas 

    RESIDENTIAL    COMMERCIAL OTHER  

MINIMUM INITIAL LEVEL AT ANY 

POINT ON THE PARKING AREA.   0.07 0.5 0.3 

AVERAGE INITIAL LEVEL. 
0.35 1.0 0.5 

MAXIMUM INITIAL LEVEL 5 FEET 

FROM THE BASE OF A LIGHT 

STANDARD.    
3.0 8.0 5.0 

SECTION 25-18.8 LIGHTING OF GAS STATION & DRIVE-THROUGH CANOPIES & APRONS 

SECTION 25-18.7 PARKING AREA LIGHTING 
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B. Areas on the apron away from the gasoline pump islands used 

for parking or vehicle storage shall be illuminated in accordance 

with the requirements for parking areas. If no gasoline pumps 

are provided, the entire apron shall be treated as a parking area. 

 

C. Light fixtures mounted on canopies shall be recessed so that the 

lens cover is recessed or flush with the bottom surface of the 

canopy and/or shielded by the fixture or the edge of the canopy 

so that light is restrained to no more than eighty-five (85) 

degrees beyond the vertical plane. 

 

Lighting fixtures within outdoor plazas and similar public gathering 

places shall be either low-level fixtures (fifteen [15] foot maximum) 

and/or a combination of bollards and uplighting in order to create a 

“human scale” environment. 

 

A. The lighting of outdoor recreation and athletic fields shall be as 

per the standards contained in the Illuminating Engineering 

Society of North America’s “RP-6-01 Recommended Practice for 

Sports and Recreational Area Lighting,” a copy of which is 

available in the Department of Community Development.  The 

following provisions shall also apply: 

 

1. Illumination and design standards for recreational uses not 

specifically included in the publication shall be determined 

by the City Planner.   

 

2. Illumination and design standards may be further limited by 

a Conditional Use Permit ordinance or modified by a Planned 

District ordinance.  

 

3. Spill light shall not exceed 1.1 initial or 0.8 maintained 

footcandles, as measured vertically five (5) feet above 

grade, along any adjoining property line of an “R”, “NU”, or 

“RD-MXD” zoning district. 

 

4. Other components of recreational or sports facilities such as 

parking lots, restrooms, ticket sales, concession stands, 

bleachers, or other spectator viewing areas shall be subject 

to the other provisions of this Section which pertain to each. 

 

All required lighting installations must be regularly maintained 

(cleaned, repaired, etc.), such that they always provide acceptable 

luminance levels and glare control. 

 

SECTION 25-18.9 LIGHTING OF PUBLIC GATHERING PLACES 

SECTION 25-18.10 LIGHTING OF OUTDOOR RECREATION AND ATHLETIC FIELDS 

SECTION 25-18.11 MAINTENANCE 
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The compliance with standards and regulations contained in this 

Section shall be in accordance with those established in Section 25-

10, Administration and Enforcement. 

 

 

SECTION 25-18.12 ENFORCEMENT 


